Test standard used:

DIN IEC 68 (part 2-6, Feb. 84)

DIN IEC 68-3-3 (Feb. 91)

DD 7080.7 + amendment for NEHUENCO

Tests performed:

Resonance search using single-axial sine sweep, 0,2 g; 1-35-1 Hz; 1 oct/min,
successively in X-, Y- and Z-directions.

Simulation of earthquake loads using biaxial time-history (X/Z and Y/Z) so that the test
response spectra (TRS) should cover the required response spectrum (RRS, see App. 4)
for 5% damping. Duration was about 30 seconds.

Resonance check using single-axial sine sweep, 0,2 g; 1-35-1 Hz; 1 oct/min, successively
in X-, Y- and Z-directions. '

Test resuit:
The test specimen withstood the loads without detectable damage or changes.



